o

VARIES

SEE | PLAN

<
-2 | varies ,,C
F |l |YAREES u
- . 8- HF 3’min. E
RSN B o
L . BCR. l 3
r — S T o
/"~ SEE NOTE:6 -~ 2 4 3
P @~
A @
=

s | &

 ——— WATER VALVE SPANDREL—J

SEE NOTE 5

VARIES
12' min.

|
. L (TvP.)
WATER MAIN

ol | CTREET
\Y] I

PLAN

NOTES:

LOCATION OF WATER LINES AND VALVES SHALL BE SHOWN ON THE PLAN VIEW.
FOR SUBDMVISION IMPROVEMENT PLANS. SEE HEALTH DEPARTMENT STANDARDS,
SECTION 7, DISTRIBUTION SYSTEMS, FOR MINIMUM DEPTH.
HYDRANT TO BE SET PLUMB, WITH NOZZLE A MINIMUM OF EIGHTEEN ( 18" ) INCHES
ABOVE GROUND LEVEL. WHEN HYDRANTS ARE PLACED BEFORE GRADING IS COMPLETED,
THE FINAL GRADE LINE, AND ACCESSIBILITY SHOULD BE CONSIDERED.
NO OBSTRUCTIONS SUCH AS POLES, GUY LINES, ETC. SHOULD BE PLACED CLOSER
THAN ( 5' ) FEET TO HYDRANT.
REFR TO STREET IMPROVEMNT PLANS FOR RIGHT~OF—WAY LOCATION.
FOR RECOMMENDED UTILITY LOCATION SEE COUNTY STD. 311
FOR CURB RETURN RADIUS & SIDEWALK RAMP DETAILS SEE COUNTY STD. 110

B.C.R. — BEGIN CURB RETURN E.C.R. — END CURB RETURN
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